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ESTERSON Sarah * ODOE

Subject: FW: CEP - New Project
Attachments: CEP - ODOE - Cooling Tower Project - Signed.pdf

 

From: Daniel Koch [mailto:dkoch@pacificethanol.com]  
Sent: Tuesday, May 30, 2017 8:07 PM 
To: CORNETT Todd * ODOE <Todd.Cornett@oregon.gov> 
Subject: FW: CEP ‐ New Project 
 
Hello Todd, 
 
Attached is a copy of a submittal I will be putting in the mail tomorrow,  
 
We are expanding our existing cooling tower, which requires a building permit, which seems like a good trigger to also 
inform the DOE. I know in the past we have not done this so well, so please let me know any additional information you 
need from us so we can proceed with this project. 
 
Thank you, 
 

Daniel Koch 
Plant Manager 
Pacific Ethanol Columbia, LLC |71335 Rail Loop Dr., PO Box 469, Boardman, OR 97818 
Office: 541.945.4954 |Mobile: 209.542.0617| dkoch@pacificethanol.com  
 

From: ESTERSON Sarah * ODOE [mailto:Sarah.Esterson@oregon.gov]  
Sent: Friday, May 26, 2017 8:11 AM 
To: Daniel Koch <dkoch@pacificethanol.com>; CORNETT Todd * ODOE <Todd.Cornett@oregon.gov> 
Subject: RE: CEP ‐ New Project 
 
Hi Dan, 
 
The submittal package can be sent to Todd’s attention – if the submittal package is in the form of a change request, 
there are not specific submittal requirements. 
 
Let us know if additional information is needed. 
 
Thanks, 
Sarah 
 
Sarah T. Esterson 
Energy Facility Siting Analyst 
Oregon Department of Energy 
550 Capitol St NE, 1st Floor (we moved!) 
Salem, OR 97301 
P:(503) 373‐7945 
C: (503) 385‐6128 
Oregon.gov/energy 
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Leading Oregon to a safe, clean, and sustainable energy future. 
 

From: Daniel Koch [mailto:dkoch@pacificethanol.com]  
Sent: Thursday, May 25, 2017 3:48 PM 
To: ESTERSON Sarah * ODOE <Sarah.Esterson@oregon.gov>; CORNETT Todd * ODOE <Todd.Cornett@oregon.gov> 
Subject: CEP ‐ New Project 
 
Hello Sarah and Todd, 
 
We are looking into a small unit expansion, we are going to expand our cooling tower capacity to minimize the amount 
of time we have to run a chiller in the hot months.  
 
It will not increase truck traffic, or have any other major impacts, mostly help with operational efficiencies.  
 
My question is that I am preparing a submittal package that will explain the project in more detail including some 
drawing packages, and the last project like this I show being sent to Todd, but I know I had worked mostly with Sarah 
regarding the amendment.  
 
So I just wanted to verify whose attention I needed to send it to, and to see if you have any recommendations if 
anything was mishandled in the past that I am not aware of. 
 
Thank you, 
 

Daniel Koch 
Plant Manager 
Pacific Ethanol Columbia, LLC |71335 Rail Loop Dr., PO Box 469, Boardman, OR 97818 
Office: 541.945.4954 |Mobile: 209.542.0617| dkoch@pacificethanol.com  
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ESTERSON Sarah * ODOE

From: ESTERSON Sarah * ODOE
Sent: Friday, October 6, 2017 12:55 PM
To: 'dkoch@pacificethanol.com'; 'jtaguines@pacificethanol.com'; 'vanthofd30@gmail.com'
Cc: CORNETT Todd * ODOE; WOODS Maxwell * ODOE; RATCLIFFE Jesse D; KILSDONK 

Duane * ODOE
Subject: ODOE Change Request Determination - Cooling Tower Expansion Project
Attachments: CGSOPS Change Request 3 Determination Letter 2017-10-06.pdf

Daniel, 
 
The Department has completed review of the information submitted for the cooling tower expansion project (project) 
and determined that the project would not cause a significant adverse impact to a resource protected by EFSC 
standards, and would not substantially impair PEC’s ability to comply with site certificate conditions. Therefore, an 
amendment of the site certificate is not required. 
 
As noted in the attached determination letter, OAR 345‐027‐0050(5) allows that at the request of an EFSC Council 
member, the Department’s determination must be referred to the Council for concurrence, modification, or rejection. In 
compliance with this rule the Department will share the determination with EFSC, informing Council members of their 
rights under the rule. 
 
Let us know if there are questions or comments. 
 
Thanks, 
Sarah 
 
Sarah T. Esterson 
Energy Facility Siting Analyst 
Oregon Department of Energy 
550 Capitol St NE, 1st Floor  
Salem, OR 97301 
P:(503) 373‐7945 
C: (503) 385‐6128 
 

Oregon.gov/energy 

 
 

From: CORNETT Todd * ODOE  
Sent: Wednesday, May 31, 2017 7:31 AM 
To: ESTERSON Sarah * ODOE <Sarah.Esterson@oregon.gov>; WOODS Maxwell * ODOE <Maxwell.Woods@oregon.gov>
Subject: FW: CEP ‐ New Project 
 
FYI 
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From: Daniel Koch [mailto:dkoch@pacificethanol.com]  
Sent: Tuesday, May 30, 2017 8:07 PM 
To: CORNETT Todd * ODOE <Todd.Cornett@oregon.gov> 
Subject: FW: CEP ‐ New Project 
 
Hello Todd, 
 
Attached is a copy of a submittal I will be putting in the mail tomorrow,  
 
We are expanding our existing cooling tower, which requires a building permit, which seems like a good trigger to also 
inform the DOE. I know in the past we have not done this so well, so please let me know any additional information you 
need from us so we can proceed with this project. 
 
Thank you, 
 

Daniel Koch 
Plant Manager 
Pacific Ethanol Columbia, LLC |71335 Rail Loop Dr., PO Box 469, Boardman, OR 97818 
Office: 541.945.4954 |Mobile: 209.542.0617| dkoch@pacificethanol.com  
 

From: ESTERSON Sarah * ODOE [mailto:Sarah.Esterson@oregon.gov]  
Sent: Friday, May 26, 2017 8:11 AM 
To: Daniel Koch <dkoch@pacificethanol.com>; CORNETT Todd * ODOE <Todd.Cornett@oregon.gov> 
Subject: RE: CEP ‐ New Project 
 
Hi Dan, 
 
The submittal package can be sent to Todd’s attention – if the submittal package is in the form of a change request, 
there are not specific submittal requirements. 
 
Let us know if additional information is needed. 
 
Thanks, 
Sarah 
 
Sarah T. Esterson 
Energy Facility Siting Analyst 
Oregon Department of Energy 
550 Capitol St NE, 1st Floor (we moved!) 
Salem, OR 97301 
P:(503) 373‐7945 
C: (503) 385‐6128 
Oregon.gov/energy 
 

        
Leading Oregon to a safe, clean, and sustainable energy future. 
 

From: Daniel Koch [mailto:dkoch@pacificethanol.com]  
Sent: Thursday, May 25, 2017 3:48 PM 
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To: ESTERSON Sarah * ODOE <Sarah.Esterson@oregon.gov>; CORNETT Todd * ODOE <Todd.Cornett@oregon.gov> 
Subject: CEP ‐ New Project 
 
Hello Sarah and Todd, 
 
We are looking into a small unit expansion, we are going to expand our cooling tower capacity to minimize the amount 
of time we have to run a chiller in the hot months.  
 
It will not increase truck traffic, or have any other major impacts, mostly help with operational efficiencies.  
 
My question is that I am preparing a submittal package that will explain the project in more detail including some 
drawing packages, and the last project like this I show being sent to Todd, but I know I had worked mostly with Sarah 
regarding the amendment.  
 
So I just wanted to verify whose attention I needed to send it to, and to see if you have any recommendations if 
anything was mishandled in the past that I am not aware of. 
 
Thank you, 
 

Daniel Koch 
Plant Manager 
Pacific Ethanol Columbia, LLC |71335 Rail Loop Dr., PO Box 469, Boardman, OR 97818 
Office: 541.945.4954 |Mobile: 209.542.0617| dkoch@pacificethanol.com  
 
 



  

 

550 Capitol St. NE
Salem, OR 97301‐3737
Phone: (503) 378‐4040

Toll Free: 1‐800‐221‐8035
FAX: (503) 373‐7806

www.Oregon.gov/ENERGY

Kate Brown, Governor 

 

 
 
 
 
 
 
October 6, 2017 
 
 

Mr. Daniel Koch 
Pacific Ethanol Columbia, LLC 
71335 Rail Loop Drive 
PO Box 469 
Boardman, OR 97818 
 

Sent via email: dkoch@pacificethanol.com;  jtaguines@pacificethanol.com; vanthofd30@gmail.com  
 

RE: Request for Determination Pursuant to OAR 345‐027‐0050(5) for Proposed Cooling Tower Expansion 
Project at Columbia Ethanol Project  

 

 
Dear Mr. Koch, 
 

On May 30, 2017 the Oregon Department of Energy (ODOE or the Department) received a change 

request submitted pursuant to OAR 345‐027‐0050(5) from Pacific Ethanol Columbia, LLC (PEC or 

certificate holder) for the Columbia Ethanol Project (facility) requesting to expand and add one new 

cooling tower cell to the existing two‐cell cooling tower system. The change request explains that the 

expansion of the existing system would provide additional cooling surface area allowing for increased 

evaporation and operational efficiency, while not changing the water flow rate of the system, nor result 

in an increase in cooling water total dissolved solids, drift loss rate, or increase in production capacity of 

the facility (limited to 44 million gallons of ethanol per year).  

Under OAR 345‐027‐0050(5), a certificate holder may submit a change request in writing to the 

Department for a determination regarding whether a proposed change requires a site certificate 

amendment. The rule requires that the change request include a description of the proposed change, an 

explanation as to why the certificate holder has concluded that an amendment is not required, and the 

certificate holder’s evaluation demonstrating that the proposed change would comply with the 

applicable Council standards and would not require an amendment as per OAR 345‐027‐0050(1). 

In accordance with OAR 345‐027‐0050(5), the Department reviewed PEC’s change request evaluation. 

As presented in Attachment 1, the Department determined that the evaluation: 1) includes all 

information required by OAR 345‐027‐0050(3), and 2) the requested cooling tower expansion would not 

require a site certificate amendment for the reasons provided presented in Attachment 1.  
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Additionally, OAR 345‐027‐0050(5) allows that at the request of an Energy Facility Siting Council (EFSC or 

Council) member, the Department’s determination must be referred to the Council for concurrence, 

modification, or rejection. In compliance with this rule, the Department will provide its determination to 

EFSC, informing Council of their rights under the rule. Should a Council member request to review the 

determination, the determination would go before EFSC at an upcoming Council meeting.  

 
If you have any questions, please do not hesitate to contact me.  
 

Sincerely, 
 

 

 

Sarah Esterson, Senior Siting Analyst 
Oregon Department of Energy 
E: sarah.esterson@oregon.gov 
P: (503) 373‐7945 
 
Attachment: ODOE’s Change Request Evaluation and Determination 
 
cc (via e‐mail distribution)   
Oregon Energy Facility Siting Council 
Todd Cornett, Oregon Department of Energy 
Maxwell Woods, Oregon Department of Energy 
Duane Kilsdonk, Oregon Department of Energy 
Jesse Ratcliffe, Oregon Department of Justice 
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Attachment 1: ODOE’s Change Request Evaluation and Determination 
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Proposed Facility Modifications 
 
The existing two‐cell cooling tower system includes two, 150‐foot tall distillation towers located to the 
north of the main processing building, in between the fermentation tank farm and the ethanol storage 
tank farm (see attached site plan). The existing cooling tower system receives hot, non‐contact cooling 
water at a rate of 14,300 gallons per minute (7,516.1 million gallons per year) and, through evaporation, 
releases excess process heat (steam plumes) into the atmosphere. The resulting cooled water is 
discharged under authorization of existing facility water permits (those permits are administered by DEQ 
and are outside of the site certificate process). The drift loss rate of the existing cooling tower system is 
0.005%; and permitted total dissolved solids concentration is 2,000 parts per million.  
 
The proposed cooling tower expansion project would involve the construction and operation of an 
additional cooling tower cell, including one new 150‐foot tall distillation tower located adjacent to and 
connected with the existing system. The certificate holder asserts that the system water flow rate, drift 
loss rate, and total dissolved solid concentration levels would not be impacted, nor change, as a result of 
the construction and operation of the additional cooling tower cell. 
 
Site Certificate Amendment Applicability 
 

OAR 345‐027‐0050(1) contains the criteria used by ODOE and EFSC to determine when a proposed 
modification requires a site certificate amendment. The rule states:  
 

OAR 345‐027‐0050(1): …[T]he certificate holder must submit a request to amend the site 
certificate to design, construct or operate a facility in a manner different from the description in 
the site certificate if the proposed change:  
 

(a)  Could result in a significant adverse impact that the Council has not addressed in 
an earlier order and the impact affects a resource protected by Council 
standards;  

(b)  Could impair the certificate holder’s ability to comply with a site certificate 
condition; or  

(c)  Could require a new condition or a change to a condition in the site certificate  
 

A change request assessment affirming any of the above criteria would result in a determination that a 
site certificate amendment is required. If the change request assessment affirms that none of the above 
criteria would be met, the proposed change can be completed without an amendment of the site 
certificate. 
 
Evaluation Under OAR 345‐027‐0050(1)(a) 
 
A site certificate amendment is required pursuant to OAR 345‐027‐0050(1) if the proposed change could 
result in a significant adverse impact that the Council has not addressed in an earlier order and the 
impact affects a resource protected by Council standards. In order to demonstrate compliance with 
Council’s Standards (Division 22 and Division 24), the certificate holder prepared and provided a 
compliance evaluation of all standards relevant to the proposed facility modifications (referred to as 
“change request”). OAR 345‐027‐0050(3) directs the certificate holder to make the evaluation available 
to the Department for inspection at any time. The Department’s evaluation of the change request, and 
applicable State and local requirements, is presented below.  
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  Soil Protection [OAR 345‐022‐0022] 
 
The Department evaluated the proposed cooling tower expansion project to determine whether the 
potential impacts to soils would impact the certificate holder’s ability to comply with the Council’s the 
Soil Protection standard.  
 
  Potential Soil Impacts  
 
Deposition of salts or other dissolved solids present in cooling tower drift (i.e. water droplets) could 
cause impacts to nearby soils. In the 2007 Final Order on the ASC, based on the cooling tower impact 
assessment provided for the Coyote Springs Facility, the Council determined that because PEC’s cooling 
tower system was significantly smaller than that of a nearby energy facility (Coyote Springs facility), and 
located at distances exceeding 1,000‐feet from the nearest agricultural area or water body, that cooling 
tower operation would not be likely to result in significant impacts to soils, vegetation or other land 
uses.  
 
For the cooling tower expansion project, the certificate holder asserts that the additional cooling tower 
cell would allow for more efficient evaporation of cooling water used for temperature control of 
processes without changing the overall flow rate of the system (14,300 gallons per minute), cooling 
water total dissolved solids concentration, or drift loss rate of 0.005%. Based on the certificate holder’s 
representation, the Department considers the impacts from the proposed cooling tower expansion 
project to be similar to the impacts evaluated in the ASC and that the proposed expansion project would 
not be likely to result in significant impacts to soils, vegetation or other land uses. 
   

General Standard of Review [OAR 345‐022‐0000], Protected Areas [OAR 345‐022‐0040], Scenic 
Resources [OAR 345‐022‐0080] and Recreation [OAR 345‐022‐0100] 

 
The Protected Areas standard, Scenic Resources standard, and Recreation standard require a similar 
assessment of potential visual impacts of the facility at designated protected areas, scenic resources and 
important recreational opportunities within the analysis area(s). Because the proposed new unit of the 
cooling tower system could result in visual impacts, the Department assessed whether the proposed 
facility modification would be likely to result in significant adverse impacts to any protected area as 
defined by OAR 345‐022‐0040, significant scenic resource, or important recreational opportunity 
previously identified by Council.  
 
While the Protected Areas and Recreation standards also require an assessment for impacts including 
but not limited traffic, noise, water use, and wastewater disposal, the scope of the change resulting 
from the proposed cooling tower expansion would not be likely to result in these type of impacts.1 
Therefore, the Department’s assessment is specific to potential changes in visual impacts from cooling 
tower plume and air emissions, and the 150‐foot distillation tower associated with the additional cooling 
tower cell. 
 

                                                            
1 As represented in the change request, the proposed cooling tower expansion project would not be expected to 
result in operational traffic impacts, or changes in water use or wastewater disposal, or changes in operational 
noise from the Council’s 2007 evaluation in the Final Order on the ASC. 
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While not explicitly referenced in the standard, the Department evaluates the informational 
requirements of OAR 345‐021‐0010(1)(z) under the Council’s General Standard of Review. Specifically, 
the Department presents its evaluation of potential impacts from the proposed additional cooling tower 
cell on fogging and ice formation on public roads. 
 

Potential Structure, Plume and Air Emission Visibility Impacts 
 
Potential visual impacts could result during operation of the proposed expanded cooling tower system 
from the additional 150‐foot distillation tower, steam plume and air emissions. In the 2007 Final Order 
on the ASC, the Council made findings that potential visual impacts of the distillation towers, cooling 
tower plumes and air emissions would not be likely to result in significant, adverse impacts to any 
protected area, important recreational opportunity, or important scenic resource within the analysis 
area based on the distance to the nearest protected area (15 to 20 miles), existing visibility of industrial 
facilities on the landscape, and lack of any management plan addressing visual quality at any scenic 
resource. 
 
Based on the reasoning of the Council’s previous findings and because the additional cooling tower cell 
would not increase the potential to emit emissions as previously permitted by ODEQ; and, would not 
change the overall flow rate of the system (14,300 gallons per minute), cooling water total dissolved 
solids concentration, or drift loss rate of 0.005%, the Department considers that any potential changes 
in visibility impacts from the Council’s previous evaluation at any protected area, important recreational 
opportunity, or significant scenic resource within the analysis area would not be likely to be significant.2  
 
  Potential Fogging and Ice Formation on Public Road Impacts 
 
The proposed expansion of the cooling tower system could result in fogging or icing along adjacent or 
nearby public roads during inclement weather conditions. In the 2007 Final Order on the ASC, the 
Council found that based on the certificate holder’s assessment, because drift would settle within 700 
feet of the cooling tower, and the nearest public roads were located at distances greater than 1,000 
feet, that cooling tower operation would not be likely to result in significant risk to public safety from 
fogging or ice formation on public roads. Because the certificate holder states that the proposed cooling 
tower expansion project would not change the overall flow rate of the system (14,300 gallons per 
minute) or drift loss rate of 0.005%, the Department considers that the potential change in ice formation 
on public roads from the Council’s previous evaluation would not be likely to be significant and would 
not likely change from what Council previously evaluated and approved. 
 
  Retirement and Financial Assurance [OAR 345‐022‐0050] 
 
The cooling tower expansion project could impact the ability of the certificate holder to restore the site 
to a useful, non‐hazardous condition or obtain a bond or letter of credit in an amount necessary to 
restore the site to a useful, non‐hazardous condition at the end of the facility’s useful life.   

                                                            
2 See certificate holder’s air contaminant discharge permit modification submitted to the Oregon Department of 
Environmental Quality (ODEQ), dated May 30, 2017. CEP Cooling Tower Expansion Project Change Request 2017‐
05‐30. 
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The certificate holder argues that because the proposed additional cooling tower cell would be attached 
to an existing operational unit/system, which was accounted for in the decommissioning cost estimate, 
that any increase in cost would be insignificant. The Department notes that the certificate holder 
received approval on September 22, 2017 from the Council to interpret the requirements of the 
Retirement and Financial Assurance standard (specifically, interpretation of “useful, non‐hazardous 
condition” within a Port Industrial land use zone) as allowing for the above‐ground infrastructure to 
remain in place, once all hazardous and non‐hazardous materials are removed and equipment is 
properly cleaned and locked out for transfer to the Port of Morrow, under legally binding agreement 
executed and attached (Attachment C) to the 2017 Final Order on Request for Amendment 1.  
 
During its September 22, 2017 approval, the Council also determined that a satisfactory amount 
necessary to restore the site to a useful, non‐hazardous condition, consistent with the above‐described 
interpretation, was based on the amount necessary to remove and properly dispose of all hazardous and 
non‐hazardous materials, clean and lock‐out all equipment, which totaled approximately $295,000. The 
Department also notes that the approved amount necessary for site decommissioning included over 
30% contingency for future development and unforeseen conditions. The Council also imposed a new 
condition requiring the certificate holder to submit a bond or letter of credit in the full amount 
necessary to remove all above‐ground infrastructure ($895,000) if any term or condition of the site 
certificate is violated or if the legally binding agreement between the certificate holder and Port of 
Morrow is terminated or modified without prior Council approval.3  
 
Based on the Council’s recent interpretation of the standard for this facility, the 30% contingency 
included in the retirement bond amount, and the certificate holder’s assertion that any costs associated 
with decommissioning of the proposed third cooling tower cell would be covered by the 30% 
contingency, the Department considers that the proposed cooling tower expansion project would not 
impact the certificate holder’s ability to comply with the standard and existing conditions, nor require 
new or amended conditions. 
 
Evaluation Under OAR 345‐027‐0050(1)(b) 
 
The second factor under OAR 345‐027‐0050(1) would require a site certificate amendment if the 
proposed change "could impair the certificate holder's ability to comply with a site certificate 
condition." Based on the evaluation provided under OAR 345‐027‐0050(1)(a), the proposed cooling 
tower expansion project would not be likely to impact the certificate holder’s ability to comply with a 
site certificate condition. 
 
Evaluation Under OAR 345‐027‐0050(1)(c)  
 

The final factor under OAR 345‐027‐0050(1) would require a site certificate amendment if the proposed 
change "could require a new condition or a change to a condition in the site certificate.” Based on the 
evaluation provided under OAR 345‐027‐0050(1)(a), the proposed cooling tower expansion project 
would not be likely to result in any new adverse impacts not previously evaluated by EFSC. Therefore, 
the Department does not consider new site certificate conditions necessary to satisfy an applicable rule, 
EFSC standard, or statute.  

                                                            
3 Council approval of a modification or termination of the agreement would require an amendment of the site 
certificate. 
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Determination  
 

The Department agrees with PEC’s evaluation under OAR 345‐027‐0050 and finds that the proposed 
cooling tower expansion project would not cause a significant adverse impact to a resource protected by 
EFSC standards, and does not substantially impair PEC’s ability to comply with site certificate conditions. 
Compliance with applicable EFSC Standards, state and local laws, rules, and ordinances are not expected 
to be affected by the requested change. In accordance with the requirements of OAR 345‐027‐0050(4), 
the certificate holder shall include a description of the modifications and the Department’s 
determination in the next annual report. ODOE will also document the change in an order associated 
with the next site certificate amendment. Finally, as noted in the cover letter, OAR 345‐027‐0050(5) 
allows that at the request of an Energy Facility Siting Council (EFSC or Council) member, the 
Department’s determination must be referred to the Council for concurrence, modification, or rejection. 
The Department will provide its determination to EFSC, informing Council of their rights under the rule. 
Should a Council member request to review the determination, the determination would go before EFSC 
at an upcoming Council meeting. 
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Attachment: Site Plan with Proposed Facility Modification 
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