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CHAPTER 47 

 
REFERENCED STANDARDS 

 
NFPA 
 
10-07 10 Portable Fire Extinguishers………………………...Table 901.6.1, 906.2, 906.3, 
   …Table 906.3(1), Table 906.3(2), 906.3.2, 906.3.4, 2106.3, I101.1 
 
13-07 10 Installation of Sprinkler Systems................Table 903.3.1.1, 903.3.2, 903.3.5.1.1, 
  903.3.5.2, 904.11, 905.3.4, 907.7.3, 2301.1, 2304.2, Table 2306.2, 2306.9, 
  …2307.2, 2307.2.1, 2308.2.2, 2308.2.2.1, 2308.4, 2310.1, 2501.1, 2804.1, 
   2806.5.7, 3404.3.3.9, Table 3404.3.6.3(7), 3404.3.7.5.1, 3404.3.8.4 
 
13D-07 10 Installation of Sprinkler Systems in One- and Two-family 

Dwellings and Manufactured Homes………………...903.3.1.3, 903.3.5.1.1 
 
13R-07 10 Installation of Sprinkler Systems in Residential Occupancies up to and 

Including Four Stories in Height….903.3.1.2, 903.3.5.1.1, 903.5.1.2, 903.4 
 
17-02 09 Dry Chemical Extinguishing Systems……………..Table 901.6.1, 904.6, 904.11 
 
17A-02 09 Wet Chemical Extinguishing Systems…………..Table 901.6.1, 904.5, 904.11 
 
20-07 10 Installation of Stationary Pumps for Fire Protection………913.1, 913.2, 913.5.1 
 
58-08 11 Liquefied Petroleum Gas Code…………..603.4.2.1.1, 3801.1, 3803.1, 3803.2.1,  
    3803.2.1.2, 3803.2.1.7, 3803.2.2, 3804.1, 3804.3.1, 3804.4, 
    3806.2, 3806.3, 3807.2, 3808.1, 3808.2, 3809.11.2, 3811.3 
 
72-07 10 National Fire Alarm Code……..508.1.5, Table 901.6.1, 903.4.1, 904.3.5, 907.2,  
  ………907.2.6, 907.2.11, 907.2.13.2, 907.3, 907.4.3, 907.4.4, 907.6.2.1.2, 
   907.6.2.2, 907.7, 907.7.1, 907.7.2, 907.7.5, 907.8, 907.8.1, 907.8.2,  
   ………………………….907.9, 907.9.2, 907.9.5, 1101.1, J103.1.4 
 
 
96-08 11 Standard for Ventilation Control and Fire Protection of 
 Commercial Cooking Operations………………………………….609.3 
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101-06   Life Safety Code       1028.6.2 
 
 
Centers for Medicare & Medicaid Federally licensed facilities in the State Of 
Oregon must met the applicable provisions of the 2000 edition of the Life Safety 
Code of the National Fire Protection Association. 
 
The Director of the Office of the Federal Register has approved the NFPA 101, 2000 
edition for incorporation by reference in accordance with 5 U.S.C. 552(a) and 1 
CFR, Part 51. 
 
Copies may be obtained from the National Fire Protection Association,  
Batterymarch Park, Quincy, MA 02269.  If any changes in this edition of the Code 
are incorporated by reference, CMS will publish notice in the FEDERAL 
REGISTER to announce the changes. 
 
140-08  Motion Picture and Television Production Studio Soundstages and 

Approved Production 
Facilities……………………………………………………………………306.3 

307-06 Construction and Fire Protection of Marine Terminals, Piers and  
 Wharves…………………………………………………………………….4504.2 
409-04 11     Aircraft Hangers………………… 914.82. Table 914.8.2, 914.8.2.1, 914.8.5 
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