ERRATA to the 

2004 Oregon Fire Code

May 2005
Chapter 6, Section 604.2.5 – This section should read as follows:
604.2.5 Accessible means of egress elevators or platform lifts.  Standby power shall be provided for elevators or platform lifts that are part of an accessible means of egress in accordance with Section 1108.3 of the Oregon Structural Specialty Code.
This change was missed when the OFC and the OSSC were being correlated at adoption.  The State Building Codes Division does not adopt section 1007 of the IBC and refer to Oregon amendment Chapter 11.
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