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SP00960  (2015 Specifications: 11-13-1401-08-15) 
 

SECTION 00960 - COMMON PROVISIONS FOR ELECTRICAL SYSTEMS 

 
(Follow all instructions.  If there are no instructions above a subsection, paragraph, 
sentence, or bullet, then include them in the project.  The specifications may be 
modified to include project specific specifications, but all additions, deletions, or 
modifications must be sent to the ODOT Technical Resource and Senior 
Specifications Engineer for review and approval.) 
 
Comply with Section 00960 of the Standard Specifications modified as follows: 
 
00960.41(f)  Disposition of Waste Materials - Replace this subsection title with the title 
"Disposal of Materials". 
 

(Use the following subsection .44(b) when junction boxes will be installed in 
unsurfaced areas.) 

 
00960.44(b)  Junction Box Locations - In the sentence that begins "Mark the location of 
all…", replace "Type 1" with "Type 1, Type 1U, or Type 2". 
 

(Use the following subsection .47 when temporary signal wood poles are 
required.  Check with Designer.) 

 
Add the following subsection: 
 
00960.47  Wood Poles - Submit wood pole designs according to 00960.02 including 
proposed ANSI 05.1 wood pole Class, guy anchor and span wire designs, and pole setting 
depths. 
 
 


