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OAR 333-062-

****   
0025(1) Plans - Submitted 6201A 
0025(2) Plans - No Construction Permit 6201B 
0030(1) Plans – Prep by Arch/Engineer 6201C 
0030(2)(3)(4) Plans - Incomplete 6201D 
0035(1) License - Construction Inspection 6201E 
0035(2)(3)(4) License – No License 6201F 
0040(1)(2) License – Conditional 6201G 
0045(1) Maintenance/operational/good repair – Equip 6202A 
0045(2) Maintenance – Structure – Good Repair 6202B 

0050 Bather Load – Exceeded 6203A 
0055(1) Design / Dimensions – Sharp Edges 6204A 
0055(1) Design / Dimensions – Shape, mixing 6204B 
0055(2) Design / Dimensions – Exceed 4’ Depth 6204C 
0055(3) Design / Dimensions – Bench depth >24inch 6204D 
0060(1) Basin – Material, Finish smooth cleanable 6205A 
0060(2)(a) Basin – Depth Marking 6205B 
0060(2)(b) Basin – Depth Marking, Size 6205C 
0060(2)(c) Basin – Location, Position 6205D 
0060(3) Basin – Finish – No Wood Interior 6205E 
0065(1) Lighting, Electrical – GFCI, provided/repair 6206A 
0065(2) Lighting – Overhead Only, insufficient 6206B 
0065(3) Lighting – Over/Under Provided, insufficient 6206C 
0070 Ventilation – Not provided, adequate 6207A 
0075(1) Ladders/Step/Stairs – Egress Required 6208A 
0075(2) Ladders/Step/Stairs – Minimum Number 6208B 
0075(3) Ladders/Step/Stairs – Slip resistant 6208C 
0075(4) Ladders/Step/Stairs – Handrails 6208D 

0075(5)(6)(7) Ladders/Step/Stairs – Tread/riser design 6208E 
0075(8) Ladders/Step/Stairs – ladder, handrail secure 6208F 
0080(1)(2) Enclosure – Provided 6209A 
0080(2)(a) Enclosure – Height 6209B 
0080(2)(b) Enclosure – Spacing >4-inch gap,  bottom 6209C 
0080(2)(c)(d)(e) Enclosure – Spacing >4-inch gap, fence 6209D 
0080(2)(f) Enclosure – Gates / Doors 6209E 
0080(2)(f) Enclosure – Latch Height 6209F 
0080(2)(g) Enclosure – Low Maintenance / Durable 6209G 
0080(2)(h) Enclosure – Building 6209H 
0085(1) Deck – 6’x8’ safety area (spa <100 sq. ft.) 6210A 
0085(1) Deck – 4’ around 50% (spa >100 Sq. ft.) 6210B 
0085(2) Deck – Surface Material 6210C 
0085(3) Deck – Slope / Drainage 6210D 
0085(4) Deck - Slippery 6210E 
0085(5) Deck – Watertight joints 6210F 
0085(6) Deck – Expansion Joints 6210G 
0085(7) Deck – Joints/ Voids/Cracks >3/16 inch 6210H 

0085(8) Deck – Joint Elevations >1/4 inch 6210I 
0085(9) Deck – Perimeter drains 6210J 
0085(10) Deck – Wood prohibited 6210K 
0090(1) Overflow – Continuous skimming 6211A 
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0090(2)(a) Overflow -  Skimmer Flow rate 6211B 
0090(2)(b) Overflow – Skimmer, throat width 6211C 
0090(2)(c) Overflow – Skimmers, number 6211D 
0090(2)(d) Overflow – Skimmer location 6211E 
0095(1) Recirculation – Maintained 6212A 
0095(2) Recirculation - <=30 minute turnover 6212B 
0095(3) Recirculation – Two Pumps (jet / recirc) 6212C 
0095(4) Recirculation – Separate from pool 6212D 
0095(5) Recirculation – Continuous Operation 6212E 

0100(1) Inlets – Uniform Circulation 6213A 
0100(2) Inlets – Number 6213B 
0100(3) Inlets – Finger Entrapment 6213C 
0100(4) Inlets – Adjustable flow, directional 6213D 
0100(5) Inlets – Maintained, Attached, Secured 6213E 
0100(6) Inlets – Spa fill line protected 6213F 
0103 Suction fittings/Drain-VGB, Make Change 6214A 
0103(1)(a) Suction fittings/Drain – Spa Drainable 6214B 
0103(1)(b) Suction fittings/Drain – Submerged, Installed 6214C 

0103(1)(c) 
Suction fittings/Drain – Installed-Hardware /      
     Manufacturers Directions 6214D 

0103(1)(d) Suction fitting/Drain – Broken or Missing 6214E 

0103(2)(a) 
Suction fitting/Drain-Entrapment, Hair  
     entanglement, evisceration 6214F 

0103(2)(e) Suction fitting/Drain–Separate, sized, Install 6214G 
0105(2 Piping – Material, NSF 14 listed 6215A 
0105(2) Piping – Backwash, air break 6215B 
0110(1)(a)(b) Pump – No Strainer Basket 6216A 
0110(2)(3) Pump – Size/Repair, provides design flow  6216B 
0110(4) Pump – Listed to NSF Standard 50 6216C 
0110(5) Pump – Backwash Capacity 6216D 
0115(1) Filter - Capable/Clarity 6217A 
0115(2)(a) Filter – Sand, maximum flow rate 6217B 
0115(2)(b) Filter – D.E., maximum flow rate 6217C 
0115(2)(c) Filter – Cartridge, maximum flow rate 6217D 
0115(3) Filter – Air Release 6217E 
0115(4) Filter – Parts Inaccessible to maintenance 6217F 
0115(5) Filter – Listed to NSF Standard 50 6217G 
0115(6) Filter – DE separation tank 6217H 
0120(1) Heater – Exemption from Boiler Rules 6218A 
0120(2)(a) Heater – Pilot Light Accessible 6218B 
0120(2)(b) Heater – Adequate combustion air 6218C 

0120(2)(c) Heater – Piping, Metal/CPVC 6218D 
0120(3) Heater – Electric, Installed 6218E 
0125(1)(2) Disinfectant – No automatic disinfection 6219A 
0125(3) Disinfectant – Feed, Control, Adjustment 6219B 
0125(4) Disinfectant – Feeders, NSF 50 listed 6219C) 
0125(5) Disinfectant – Cl Gas, Not compliant 6219D 
0125(6) Disinfectant – Approved, Alternatives 6219E 
0130 Air Induction system – protected 6220A 
0135(1) Gauges & Meters – Flowmeter 6220B 
0135(2) Gauges & Meters - Pressure/Vacuum 6220C 
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0135(3) Valves – Flooded Suction, Provided on 6220D 
0140(1) Equipment Room – Size/Access to Equip 6221A 
0140(2)(3)(4) Equipment Room – Vent / light / lock 6221B 
0140(1) Equipment Room – Floor Drain 6221C 

0145 
Electrical –GFCI, Branch Circuits [see  
     0065(1), underwater lights] 6222A 

0150(2)(a) Bathhouse – Provided 6223A 
0150(2)(b) Bathhouse – Location 6223B 

0150(2)(d) 
Bathhouse – Floor, Slip-resistant,  
     cleanable 6223E 

0150(2)(e) Bathhouse – Showers 6223F 
0150(2)(f) Bathhouse – Floors / Walls 6223G 
0150(2)(g) Bathhouse – Mats 6223H 
0150(2)(i) Bathhouse – Shower Door / Safety Glass 6223I 
0150(3)(a)(b)(c) Bathhouse – Fixture Number 6223J 
0150(4)(5) Bathhouse– H&C Water / Soap 6223K 
0150(6) Bathhouse – Hosebibb 6223L 
0150(7) Bathhouse – Floor slope 6223 M 
0155 Food / Drink – Prohibited in spa, on deck 6224A 
0155 Food / Drink – No Glass 6224B 
0155 Food / Drink – Trash container provided 6224C 
0160(1) Water Supply – Compliant with 333-061 6225A 
0160(2) Water Supply – Cross contamination 6225B 
0165(1) Disinfection – Free chlorine LOW, CLOSURE 6226A 
0165(1) Disinfection – Free chlorine HIGH 6226B 
0165(1) Disinfection – Combined chlorine 6226C 
0165(1) Disinfection – Bromine LOW, CLOSURE 6226D 
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0165(1) Disinfection – Bromine HIGH 6226E 
0165(1) Disinfection – Copper/Silver use 6226F 
0165(1) Water Quality – pH 6226G 
0165(1) Water Quality – pH - CLOSURE 6226H 
0165(1) Water Quality – Total Alkalinity 6226I 
0165(1) Water Quality – Cyanuric Acid 6226J 
0165(1) Water Quality – Clarity, Cloudy -  CLOSURE 626K 
0165(1) Water Quality – Clarity, Cloudy -  No Close 6226L 
0165(1) Water Quality – Calcium Hardness 6226M 

0165(1) Water Quality – Bacteria 6226N 
0165(1) Water Quality – High TemperatureCLOSURE 6226O 
0165(2) Testing – Test Kit 6226P 
0165(3) Testing – Frequency 6226Q 
0165(4) Water Quality – Spa Drained as needed 6226R 
0165(5) Water Quality – Super Chlorinate, Oxidize 6226S 
0165(6) Water Quality – Other testing required 6226T 
0170(1) Operation – Knowledge / Closure 6227B 
0170(2) Operation – Records 6227C 
0170(3) Operation – Clean / Repair / Safe 6227D 
0175(1) Safety – Accident reporting 6228A 
0175(2) Safety - Surveillance 6228B 
0175(3) Safety – Rules enforced 6228C 
0175(4) Safety – 15 minute timer 6228D 
0175(5) Safety – Equipment, Switches inaccessible 6228E 
0180(1)(2) Signs – Rules, Posted 6229A 
0180 Signs – Lacking info or rules 6229B 

 


