
CHAPTER 80 
REFERENCED STANDARDS 

Double strike through denotes model language deleted by Oregon 
Blue Text Denotes Oregon Amendments 

 

ICC   International Code Council, Inc. 
500 New Jersey Avenue, NW, 6th Floor 
Washington, DC 20001 

              
 
Standard                         Referenced 
reference                 in code 
number    Title                section number 
              

IWUIC—12   International Wildland-Urban Interface Code® . . . . . . . . . . . . . . . . .          304.1.2, B103.3 B107.1 
              

NFPA   National Fire Protection Association 
1 Batterymarch Park 
Quincy, MA 02169-7471 

              
 
Standard                         Referenced 
reference                 in code 
number    Title                section number 
              
 
10—10  13  Portable Fire Extinguishers . . . . . . . . . . . . . . . . . . . . . . Table 901.6.1, 906.2, 906.3, Table 906.3(1), 

Table 906.3(2), 906.3.2, 906.3.4, 3006.3, I101.1 
13—10  13  Installation of Sprinkler Systems . . . . . . . . . . . . . . . . . . . . . . . . . . . . 903.3.1.1, 903.3.2, 903.3.5.1.1, 

903.3.5.2, 904.11, 905.3.4, 907.6.3, 1009.3, 3201.1, 3204.2, 
 Table 3206.2, 3206.9, 3207.2, 3207.2.1, 3208.2.2, 3208.2.2.1, 3208.4, 

 3210.1, 3401.1, 5104.1, 5106.5.7, 5704.3.3.9, Table 5704.3.6.3(7), 
 5704.3.7.5.1, 5704.3.8.4 

13D—10   13  Installation of Sprinkler Systems in One- and 
Two-family Dwellings and Manufactured Homes . . . . . . . . . . . . . . . . . . . . 903.3.1.3, 903.3.5.1.1 

13R—10   13  Installation of Sprinkler Systems in Residential Occupancies up to 
and Including Four Stories in Height . . . . . . . . . . . . . . 903.3.1.2, 903.3.5.1.1, 903.3.5.1.2, 903.4 

14—10  13  Installation of Standpipe and Hose Systems . . . . . . . . . . . . . .905.2, 905.3.4, 905.4.2, 905.6.2, 905.8 
17—09  13  Dry Chemical Extinguishing Systems . . . . . . . . . . . . . . . . . . . . . . . . . . Table 901.6.1, 904.6, 904.11 
17A—09   13  Wet Chemical Extinguishing Systems . . . . . . . . . . . . . . . . . . . . . . . . . . Table 901.6.1, 904.5, 904.11 
22—08  13  Water Tanks for Private Fire Protection . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . .507.2.2 
24—10  13  Installation of Private Fire Service Mains and Their Appurtenances . . . . . . . . . . . . . 507.2.1, 2809.5 
51—07  13  Design and Installation of Oxygen-fuel Gas 

Systems for Welding, Cutting and Allied Processes . . . . . . . . . . . . . . . . . .3501.5, 3507.1, 3509.1 
51A—11   12  Acetylene Cylinder Charging Plants . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 3508.1 
52—10  13  Vehicular Fuel System Code . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . .5301.1 
55—10  13  Standard for the Storage, Use and Handling of Compressed Gases and 

Cryogenic Fluids in Portable and Stationery Containers Cylinders and Tanks . . 2309.2.1, 5501.1, 
5801.1, 6301.1 

59A—09   13  Production, Storage and Handling of Liquefied Natural Gas (LNG) . . . . . . . . . . . . . .5301.1, 5501.1 
61—08  13  Prevention of Fires and Dust Explosions in Agricultural and Food Processing Facilities . . . . . . . .  
                               Table 2204.1 
 



72—10  13  National Fire Alarm Code . . . . . . . . . . . . . . . . . . . . .508.1.5, Table 901.6.1, 903.4.1, 904.3.5, 907.2, 
 907.2.6, 907.2.9.3, 907.2.11,907.2.13.2, 907.3, 907.3.3, 907.3.4, 

907.5.2.1.2, 907.5.2.2, 907.6, 907.6.1, 907.6.2, 907.6.5, 907.7, 907.7.1, 
907.7.2, 907.8, 907.8.2, 907.8.5, I101.1 

80—10  13  Fire Doors and Other Opening Protectives . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 703.1.3, 1008.1.4.3 
96 - 11   Standard for Ventilation Control and Fire Protection of Commercial Cooking  

 Operations…………………………………………………………………………………...609.3 
99—10  12  Health Care Facilities . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . ………….5306.4 
105—10  13  Installation of Smoke Door Assemblies and Other Opening Protectives . . . . . . . . . . . . . . . . .703.1.2 
110—10  13  Emergency and Standby Power Systems . . . . . . . . . . . . . . . . . .604.1, 604.3, 604.4, 913.5.2, 913.5.3 
111—10  13  Stored Electrical Energy Emergency and Standby Power Systems . . . . . . . . . . . .604.1, 604.3, 604.4 
140 - 13 Motion Picture and Television Production Studio Soundstages and Approved  

Production  Facilities………………………………………………………………………..306.3 
170—09  12  Standard for Fire Safety and Emergency Symbols . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 1024.2.6.1 
204—07 12   Standard for Smoke and Heat Venting . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . .Table 901.6.1, 910.5 
211—10  13  Chimneys, Fireplaces, Vents and Solid Fuel-burning Appliances . . . . . . . . . . . . . . . . . . . . . . . 603.2 
241—09  13  Safeguarding Construction, Alteration and Demolition Operations. . . . . . . . . . . . . . . . . . . . . .3301.1 
260—09  13  Methods of Tests and Classification System for 

Cigarette Ignition Resistance of Components of Upholstered Furniture . . . . .805.1.1.1, 805.2.1.1, 
805.3.1.1, 805.4.1.1 

261—09  13  Method of Test for Determining Resistance of Mock-up Upholstered Furniture 
Material Assemblies to Ignition by Smoldering Cigarettes . . . . . . .805.2.1.1, 805.3.1.1, 805.4.1.1 

289—09  13  Standard Method of Fire Test for Individual Fuel Packages . . . . . . . . . . . . . .806.2, 807.4.2.1, 808.3 
307 -  11 Construction and Fire Protection of Marine Terminals, Piers and Wharves…………….3604.2 
318—09  12  Standard for the Protection of Semiconductor Fabrication Facilities . . . . . . . . . . . . . . . . . . . 2703.16 
385—07  12  Tank Vehicles for Flammable and Combustible Liquids . . . . . . . . . . . .5706.5.4.5, 5706.6, 5706.6.1 
400—13   Storage of Hazardous Material. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . .5601.1.5 
409—10  11  Aircraft Hangars . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 914.8.2, Table 914.8.2, 914.8.2.1, 914.8.5 
430—10    Storage of Liquid and Solid Oxidizers . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 6304.1.4 
490—10    Storage of Ammonium Nitrate . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 5601.1.5 
495—10  13  Explosive Materials Code . . . . . . . . . . . . . . . . . . . . . .202, 911.1, 911.4, 5601.1.1, 5601.1.5, 5604.2, 

5604.6.2, 5604.6.3, 5604.7.1, 5605.1, 5606.1, 5606.5.2.1, 
 5606.5.2.3, 5607.1, 5607.9, 5607.11, 3307.15 

498—10  13  Safe Havens and Interchange Lots for Vehicles Transporting Explosives . . . . . . . . . . . . . . .5601.1.2 
505—10  13  Powered Industrial Trucks, Including Type Designations, 

Areas of Use, Maintenance and Operation . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . .5003.7.3 
654—11  13  Prevention of Fire and Dust Explosions from the Manufacturing, 

Processing and Handling of Combustible Particulate Solids . . . . . . . . . . . . . . . . . . . .Table 2204.1 
1122—08 13  Model Rocketry . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 5601.1.4 
1124—12 13  Manufacture, Transportation, Storage and Retail Sales 

of Fireworks and Pyrotechnic Articles . . . . . . . . . . . 202, 5604.2, 5605.1, 5605.3, 5605.4, 5605.5 
1127—08 13  High Power Rocketry . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 5601.1.4 
2001—11 12  Clean Agent Fire Extinguishing Systems . . . . . . . . . . . . . . . . . . . . . . . . . . . . . Table 901.6.1, 904.10 
              
 
 


